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Assembly Instructions:  
 
1) Remove two diagonally opposing bolts from the mounting flange of the valve. Using these bolts 

(A), attach the mounting plate (B) onto the valve.  

2) Slide the rectangular shaft extension piece (C) onto the spindle of the valve. Ensure that the 
milled flat on the valve spindle locates with the protrusion within the shaft extension piece.  

3) Slide the SM..A actuator over the shaft extension piece and down onto the mounting plate.         
Ensure that the pin on the mounting plate (D) is located into the anti-rotation slot on the underside 
of the actuator.  

4) Attach the handle (E) onto the end of the shaft extension piece and secure in place with the bolt 
provided (F).  

5) Turn the handle (E) so that the tail of the handle points towards the valve port that must be closed 
at zero volts. Depress the manual override button on the actuator (H) and using the Ubolt (G),    
rotate the actuator to the zero volts position then tighten the U-bolt until it is firmly attached to the 
shaft extension piece (C).  

The MKESA linkage is designed to allow the use of Belimo New Generation SM..A actuators on ESBE  
rotary shoe valves.  


